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Factory Wiring:
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Power On

Limit Circuit Open or External Load On "W"

Pressure Switch is Open with Inducer On

Pressure Switch is Closed with Inducer Off

Ignition Failure (Check Ground)

115 VAC & Neutral Reversed or  no Ground

False Flame or Gas Valve Relay Shorted 
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Refer to the Installation
Instructions provided 
with the furnace for the
proper heating and
cooling speeds for your
application.

VENT SAFETY SWITCH
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For 80+ and 90+ Model Furnaces

7103550 (Replaces 7103250)

If any of the original
wire as supplied with
the furnace must be
replaced, it must be
replaced with wiring
material having a
temperature rating of
at least 105° C.

Use copper
conductors only.

¢710355!¤


